


STD. 30" MANHOLE RING AND VENTED COVER
COVER MARKED "IRRIGATION"

i T 36" DIA. CL. Il CONC. PIPE OR BOX.
48+ WALLS TO BE 5" THICK W/ #4 BARS

SLOPE R T ”
- % :L: HORIZ AT 127 O.C.
[ :—;
/ y =
DRAIN PIPE SHRINK PROOF =
GROUT =
2 CUBIC YARDS OF
GRAVEL
NOTE:
1. GRAVEL SUMP DRAIN IS TO BE
LOCATED OUSIDE OF RIGHT—OF—-WAY ONLY.
2. CONCRETE GRADE RINGS AS REQ'D
A J
=
4 A\ Y (4 DATE: ( REVISIONS
1 REV] DATE |BY] COMMENTS m
DRAWING NAME:
DRAWN BY: | . / | = |
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SLOTTED PIPE W/ALUM. FLY SCREEN
INSIDE -#14 MESH

30" MANHOLE RING & COVER

D & L SUPPLY # A -

1181

MARKED "IRRIGATION WATER”

APPROX. GROUN

SCRW'D

127 ‘-.

PRE—CAST OR
CAST—IN-PLACE
CONCRETE BOX

AN

HEAVY-DUTY COMBO——_ |’
AIR VACUUM RELIEF VALVE

SCRW'D GATE ———} ]
VALVE W/ HANDWHEEL

" "RETURN BEND

‘l  SCRWD cAP

GALV. STD.
STEEL PIPE

-

2-SCRW'D 90"
~——__ELBOWS W/
CLOSE NIPPLE
(6" LONG)

GRAVEL BASE:

| _——PROJECT PIPE W/TAP & DOUBLE

STRAP BRONZE TAPPING SADDLE

ON D.I. PIPE OR BRONZE SINGLE
STRAP TAPPING SADDLE ON PVC
PIPE

NOTE:

SIZE OF AIR-VACUUM RELIEF VALVE

& PIPING SHALL BE AS DETERMINED
BY PROJECT ENGINEER; AND APPROVED
BY CITY ENGINEER.

Qe

\Y4
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MARCH 2004 REV] DATE_|BY COMMENTS STANDARD DETAILS
AIR VACUUM PRAWING NAME:
SW-6
| SARATOGA CITY |
RELIEF VALVE [ oo S !
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12" SQUARE
CONC. COLLAR

R VALVE BOX
12" ROAD BASE COVER MARKED
IMPROVED ROAD IRRIGATION”
SURFACE OR C.I. VALVE BOX W/

EXISTING GROUND STOP & WASTE VALVE

SECONDARY PVC WATERLINE
INSTALL FL. D.I. TEE W/
FLANGED COUPLING ADAPTERS

CONCRETE THRUST BLOCK

/—FL. GATE VALVE

/—FLEXIBLE COUPLING
% GROUT
EXIST. STORM SEWER PIPE OR

BOX OR OPEN DRAINAGE SWALE
PER APPROVAL OF CITY
ENGINEER

FL. D.I. TEE

FL. D.I. 45" ELBOW
CONCRETE THRUST BLOCK

(1)#4 REBAR
EPOXY COATED

D.l. PIPE

(2)#4 REBAR

NCRETE THRUST K
CONCRETE usT BLoC SLOPE TO DRAIN TO

STORM SEWER, GUTTER
" DRAI OR TEMPORARY DRAIN
4'D N VALVE DETAIL SUMP, ETC. AS DIRECTED

12" SQUARE
CONC. COLLAR

12" ROAD BASE

VALVE BOX COVER

IMPROVED ROAD MARKED "IRRIGATION”

SURFACE OR
EXISTING GROUND

C.I. VALVE BOX W/
STOP & WASTE VALVE

SECONDARY PVC WATERLINE
INSTALL PVC TEE or BRONZE
SERVICE SADDLE BR-2-B W/
BRONZE STRAPS.

MUELLER 110
/ COMPRESSION CONNECTOR

EXIST. STORM SEWER
/ PIPE OR BOX

MUELLER 110
COMPRESSION

CONNECTOR [ ™——SHRINK PROOF

SLOPE ROUT
2" DIA. PURPLE
POLYETHYLENE 2" GATE VALVE W/ SLOPE TO DRAIN TO
SDR 9 PIPE SQUARE OPERATING STORM SEWER, GUTTER

OR TEMPORARY DRAIN

NUT SUMP, ETC. AS DIRECTED

GRAVEL FILLED
DRAIN SUMP

2" DRAIN VALVE DETAIL

NOTES:
1. USE 2" DRAINS ON 6" AND SMALLER PIPE LINES

2. USE 4" DRAINS ON 8" AND LARGER PIPE LINES

J
A\ Y (4 DATE: 4 REVISIONS a REV. C
SARCH S 1 REV 4]):'”2)6 3: WR WH\TEORRSEIYIL]\ZNTEZS STANDARi) DETAILS)
" " DRAWING NAME: ichd
2" AND 4 oy
YT C 5 [ SARATOGA CITY]
DRAIN VALVES | DR | >

G CONSULTING ENGINEERS AND SURVEYORS
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CHECKED: | APPROVED: LEo 12401 South 450 East
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INSTALL 4 BOLLARDS AROUND INSTALLATION
—18” FROM CENTERLINE OF INSTALLATION & SCREWED_ o = =& SCREWED
18” FROM EACH END. PAINT SAFETY YELLOW 90" BEND /790" BEND
6” DIA. STD. STEEL
STOP AND WASTE / PIPE BOLLARD (4 REQ'If
VALVE W/ C.I. N FILL W/CONCRETE
VALVE W/C.— VALVE BOX
VALVE BOX 32" MAX. FINISHED 5. ¢
CURB—\ 1] CLEARANCE /‘ GRADE
\_/ / \/ \x\/,\\/x\’/,\.\/ RIS PRIV PIRIRR_| R R | -1
J REDUCED PRESSURE 1oL 6‘ |
ZONE (RPZ) - : i
g) BACKFLOW - (g
PREVENTER
2]
SERVICE BACKFLOW PREVENTER
ABOVE GROUND INSTALLATION
VALVE W/C.I:
VALVE BOX
PROVIDE ADEQUATE CLEARANCE
i \ \A/\/ FOR OPERATION OF VALVES OR
\ | BaLL vaLvE UNIT REPAIR
s -
E) = i 5 = ) - g
: 127 MIN.
i 32" MAX.
LINK SEAL v CLEARANCE
NOTE: : 7 \l 7 AN
TO BE USED WHEN SERVICE IS S - —
CONNECTED TO CULINARY
WATER SYSTEM REDUCED PRESSURE DRAIN PIPE SUPPORT
ZONE (RPZ) (REQ'D)
BACKFLOW
PREVENTER
SERVICE BACKFLOW PREVENTER
IN BUILDING INSTALLATION
A S
3 A\ Y (4 DATE: ( REVISIONS a REV. A
MARCH 2004 1 REV| DATE |BY| COMMENTS STANDARD DETAILSW
SERVICE BACKFLOW B
PREVENTER - J | SARATOGA CITY |
‘7'! DRAWN BY:
| JMC/DKB |( G CONSULTING ENGINEERS AND SURVEYORS
CHECKED: | APPROVED: ILSON
1" TO 2 1/2" LINES -1 OF 3 (S e SW-8




PROVIDE ADEQUATE CLEARANCE
FOR OPERATION OF VALVES OR
UNIT REPAIR

INK Al
VALVE W/C.1: LINK SEAL
VALVE BOX BALL VALVE
CURB —\
»-:
g) = . ) =
i
’ 12" MIN.
32" MAX.
CLEARNANCE

. Y e

)
)

=3

=

REDUCED PRESSURE
ZONE (RPZ)
BACKFLOW
PREVENTER

\\ DRAIN

(REQ'D)

SERVICE BACKFLOW PREVENTER

IN BASEMENT INSTALLATION

o : . 5no N N /» np\ K»Dn. » vDA-\\~ :D g.
L]

PIPE SUPPORT

LINK SEAL
CURB
\ g v ‘D v . B - " ;
N ® ». . . [
T 12" MIN. .
\ [ \-"“ © ® __-,
: — T C S
o & S = —
D.
VALVE W/C.I. 24” MIN.
VALVE BOX
b. .
- b
D i ; : > > b
NOTE:
TO BE USED WHEN SERVICE IS
CONNECTED TO CULINARY
WATER SYSTEM
SERVICE BACKFLOW PREVENTER
PLAN VIEW
\ J
N\ 4 DATE: ( REVISIONS R s REV. A ~
MARCH 2004 1 REV] DATE |BY] COMMENTS STANDARD DETAILS
SERVICE BACKFLOW SR
PREVENTER S 0 Saios oy
DRAWN BY:
| JMC/DKB |( G CONSULTING ENGINEERS AND SURVEYORS
CHECKED: | APPROVED: ILSON :
1" TO 2 1/2" LINES 2 OF 3 (S e, [ [ SW-9




SECONDARY WATER LINE

CULINARY WATER LINE

QUICK—CONNECT
COUPLERS

~

FLEXIBLE
PIPING
s\\\\
- ~
~ ~N
~ - ~ -~
~ ==
~ =
7

-~ =

T

- e

- -~

CONNECTION

T3

TO LAWN SPRINKLERS

/ PERMANENT

- <IN

BALL VAL\/E/

~
_
- FLEXIBLE
PIPING

REDUCED PRESSURE
ZONE (RPZ)
BACK—FLOW
PREVENTER

1. MUST BE INSTALLED AND TESTED BY A LICENSED, UTAH
STATE BACKFLOW TECHNICIAN EVERY YEAR.

2. MAY ONLY BE INSTALLED BY APPROVAL OF THE WATER
SYSTEM SUPERINTENDENT.

3. RP2 BACK-FLOW PREVENTER SHALL BE INSTALLED ABOVE
GROUND; SEE DWG. #SW-8 FOR DETAILS.

TEMPORARY
SERVICE CONNECTION BETWEEN CULINARY & IRRIGATION

WATER LINES

ILSOh
(= LSO - 12401 South 450 East
(801) 571-9414 + Fax: (801) 571-9449

CHECKED: | APPROVED:

( CONSULTING ENGINEERS AND SURVEYORS]l

1"TO 2 1/2" LINES 3 OF 3

A S
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SERVICE BACKFLOW PRAVING Nii
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DRAWN BY:
PREVENTER [ ]
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90" BEND

STOP AND WASTE
VALVE W/ C.l.
VALVE BOX

FINISHED
GRADE

VALVE W/C.:
VALVE BOX

CURB
- v
—\\ — TS S T
" s > N . N .
2 'Y L [ 1 La 'y [

—— i e A R =

PREVENTER (REQ'D)
W/ PRESSURE
REDUCING VALVE
BACKFLOW PREVENTER
IN BUILDING INSTALLATION

36" MAX.
CLEARANCE

90" BEND GATE 90° BEND

INSTALL 4 BOLLARDS,

SEE DWG# Sw-8
FOR NOTES & DETAILS

NOTE:

TO BE USED WHEN SERVICE
IS CONNECTED TO CULINARY
WATER SYSTEM

STOP AND WASTE
VALVE W/ C.I.

VALVE BOX FINISHED

GRADE

MIN.
32" MAX.

’__ 18" 4] CLEARANCE ’. 18" __‘

\/,\\/x\/,\\/, \\/x\/,\\/x\/,\\/ ININIRNVAN /\\/X\//\\//\,\ . '/\\//\\//\\//\\//\\//\\//\\//

2

VALVE W/C.:
VALVE BOX

CURB—\
PREVENTER

W/ PRESSURE
REDUCING VALVE

|
N,

BACKFLOW PREVENTER
ABOVE GROUND INSTALLATION

\ J
3 A\ Y /4 DATE: ( REVISIONS a REV. B
MARCH 2004 1 REV| DATE |BY| COMMENTS STANDARD DETAILS
BACKFLOW PR
vl [ SARATOGA CITY]|
/

CONSULTING ENGINEERS AND SURVEYORS

: ; ILSON
CHECKED: | APPROVED: S LSON 12401 South 450 East

AND ABOVE 1 OF 2 \_ : (801) 571-9414 « Fax: (801) 571-9449

PREVENTER 3" LINES (| e |8 ]|
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O

LINK SEAL

VALVE W/C.I:

VALVE BOX PROVIDE ADEQUATE CLEARANCE

ABOVE UNIT FOR OPERATION OF
VALVES OR UNIT REPAIR

CURB

.
—— | — E——
L

\ PIPE SUPPORT
DRAIN

(REQ'D)

BACKFLOW /
PREVENTER

W/ PRESSURE
REDUCING VALVE

BACKFLOW PREVENTER
IN BASEMENT INSTALLATION

CURB — —_ ——
_\ LINKSEAL—\ T wor g T " Dows Ve fyt
&' 12" MIN. CLEARANCE
17T . = R
§) = II “ -- = . /‘ 9 o P ! - =
\ § o] N \ 4 o
WE gc/)g'l' 24" MIN. CLEARANCE
NOTE:
BACKFLOW PREVENTER E—
TO BE USED WHEN SERVICE
PLAN VIEW IS CONNECTED TO

CULINARY WATER SYSTEM

A\ J

3 4 DATE: ( REVISIONS a REV. A

MARCH 2004 1 REV| DATE |BY COMMENTS STANDARD DETAILS
BACKFLOW s
3 S i - ] [ SARATOGA CITY ]|
PREVENTER 3" LINE DRAWN BY:
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AND ABOVE 2 OF 2 CHECKED: | APPROVED: — 12401 South 450 East 1 2
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NDS—-D12—-BAMR IRRIGATION BOX AND
COVER W/ SINGLE AMR BOTTOM MOUNT
(PRE—ASSEMBLED BRACKET)

PLAY LENGTH

11-1/4" LONG
JUMPER TO BE
INSTALLED FOR
TESTING. METER SHALL
BE PROVIDED BY THE
CITY AND INSTALLED
AT TIME OF HOME
CONSTRUCTION.

EO)]

©

®\/

Y

10" ROUND BOX
CARSON-BROOKS
0910-10-4HGI300UO
IRRIGATION CONTROL
VALVE BOX OR
APPROVED EQUIVALENT

)

4o

®

S 2N, | 1°X1/2" BRASS
TEE WITH 1/2”
/ BUSHING
@J FITTING
PLAN
1” MUELLER B-24351R
LOCKING METER BALL .
VALVE OR APPROVED 1" COMP
EQUILALENT [ FITTING CRADE
Jﬁmﬁ” [= = | '—ﬁgﬁg
] ==
1" BALL VALVE
" W/COMPRESSION

1" PURPLE °
POLY—PIPE_\

6" OF 3/4"
CRUSHED GRAVEL

=0

CONCRETE BLOCK

MUELLER H—10890 STRAIGHT
METER COUPLING OR
APPROVED EQUIVALENT

T
ISfeteE

~

] \
\
/5
O (
O
vl § COPPER TUBE
SIZE PURPLE
POLY—PIPE

1"X1"X1/2" THD BRASS
TEE WITH A KING MODEL
22200 1/2" MALE PIPE
THREAD TURBO DRAIN OR

APPROVED EQUIVALENT

ENDS

ﬂ%
6" OF 3/4”

" SCH40 PVC
SLIP CAP

CRUSHED GRAVEL

e —

SECTION

Y
A\ Y2 DATE: s REVISIONS a REV. C
MARCH 2006 1 ROV DATE Y COMMENTS STANDARD DETAILS
8 |1/21/05 |imc | concrete Block
I GLE 1" PRESSURE DRAW?NG NAME: C |4-6-06{MH] WR WHITE REDLINES
SIN Riw'm , C | [ SARATOGA CITY]
IRRIGATION SERVICE [[[l  btee |-
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NDS-D15-BAMR

(PRE—ASSEMBLED
BRACKET)

3" MIN:

5" MAX.

IRRIGATION BOX AND
COVER W/ DOUBLE
AMR BOTTOM MOUNT

1=1/2"x1"x7=1/2"—]
CTSxMIP  U—BRANCH,

PROPERTY\LINE

——— 1" PURPLE

POLY-PIPE

PLAY LENGTH

o/

|

L

| 11-1/4" LONG
JUMPER TO BE
INSTALLED FOR
TESTING. METER SHALL
BE PROVIDED BY THE
CITY AND INSTALLED
AT TIME OF HOME
CONSTRUCTION.

/——1" METER BALL VALVE

L10" ROUND BOX
CARSON-BROOKS
0910-10—-4HGI300UO
IRRIGATION CONTROL
VALVE BOX OR
APPROVED EQUIVALENT

MUELLER H15363 OR \_ y,
. IVALENT
E APPROVED EQUIVALE k J 1_1/2" PURPLE
POLY—PIPE
o
PLAN
q e GRADE
3 =M= ==
N =115 1" MUELLER B-24351R ;Jﬁj‘r
E | LOCKING METER BALL
3 VALVE OR APPROVED
3 EQUIVALENT X
g 17 BALL VALVE
] " W/COMPRESSION
§ 1" COMP ENDS
J41-1/2" PURPLE FITTING 1" POLY-PIPE
1 POLY—-PIPE /
\\\\ 3 C |
C
O OU UO QO ( (1" schao pvc
@) O Ot @) O ( SLIP CAP
QOQQ Qo Q QOQQ .
AR S 1"X1"X1/2" THD BRASS 6" OF 3/4
A 8" OF 3/4 CONCRETE EILOCK ;ggo\(/)vlTH/;" KINGEMF?gEL CRUSHED GRAVEL
1 MALE Pl
CRUSHED GRAVEL MUELLER H-10890 STRAIGHT 4 b~y THREAD TURBO DRAIN OR
METER COUPLING OR APPROVED EQUIVALENT
APPROVED EQUIVALENT )
=
i R " DATE: 4 REVISIONS \\ f 7z REV. C
MARCH 2006 1 REV| DATE |BY COMMENTS STANDARD DETAILS
" DRAWING NAME: B 1/21/05 |ime | Concrete Block
DUAL SERVICE 1 1/2 SWi3h g C [4-6-06[MH| _WR WHITE REDLINES
PRESSURE IRRIGATION ||| e ¢ ) SARATOGA CITy]
JMC/DKB ( G - CONSULTING ENGINEERS AND SURVEYORS
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SCHEDULE OF PLUMBING MATERIAL FOR WATER METER BOXES

1" SINGLE SERVICE CONNECTION

ITEM QUANTITY

A lea
B lea
C 3ea
D lea
E lea
F lea
G lea
H lea
| lea
J lea
K lea

11/2" TO DUAL 1" SERVICE CONNECTION

DESCRIPTION

14" x 19" x 12" METER BOX w/ SINGLE BOTTOM MOUNT AMR CVR, BLACK
1" METER BRZ CB USG DR PH w/ GLASS ENCODER & 50W-2 PIT ERT C700 AMCO

1" COUPLER CCT/MIPT H15428
1" STR BALL METER VALVE B24351R

1" STR METER COUPLER H10890

1" BRASS TEE

1" x 1/2" BRASS HEX BUSHING
10" IRRIGATION VALVE BOX

1" BRASS BALL VALVE 600 WOG
1" MALE ADAPT SXM1PT SCH 40

1" SLIP CAP SCH 40

ITEM QUANTITY

DESCRIPTION

e —— e

L 1lea 13" x 20" x 12" JUMBO METER BOX w/ DOUBLE BOTTOM MOUNT AMR CVR, BLACK
B 2ea 1" METER BRZ CB USG DR PH w/ GLASS ENCODER & 50W-2 PIT ERT C700 AMCO
M 1lea 1.5"x 7.5" CTS x MIP U-BRANCH H15363
D 2ea 1" STR BALL METER VALVE B24351R
E 2ea 1" STR METER COUPLER H10890
F 2ea 1" BRASS TEE
G 2ea 1" x 1/2" BRASS HEX BUSHING
(3 4 ea 1" COUPLER CCT/MIPT H15428
| 2ea 1" BRASS BALL VALVE 600 WOG
H 2ea 10" IRRIGATION VALVE BOX
J 2ea 1" MALE ADAPT SXM1PT SCH 40
K 2ea 1" SLIP CAP SCH 40
J
A\ Y (4 DATE: ( REVISIONS 7z REV. C
MARCH 2006 1 REV] DATE [BY] COMMENTS STANDARD DETAILSW
DUAL SERVICE 1 1/2" DRAWING NAME: 5 12(;@;6‘&; S T RS
SWide - [ SARATOGA CITY |
PRESSURE IRRIGATION | DRAWN By: | <
JMC/DKB ( G CONSULTING ENGINEERS AND SURVEYORS
CHECKED: | APPROVED: iLsoN -
SERVICE BOX (S e, . [[SW13




1-7/8" HOLE TO ALLOW
INSTALLATION OF A
RADIO READ DEVICE

C/ NDS

D15DU-BAMR
== [IRRIGATION] ==

IRRIGATION BOX

2" MUELLER B24335 LOCKING METER BALL
VALVE OR APPROVED EQUIVALENT
2" TO 4" CLEARANCE
TO TOP OF METER

247 STAKE WITH 4" CLASS 200 PVC
SPRINKLER SLEEVE SOLVENT WELD PIPE
47/ WRITTEN ON IT OR APPROVED EQUIVALENT

SEE DWG #SW—138 FOR THE
SPECIFICATIONS OF THE METER BOXES _\ ’k[ SIDEWALK ROAD SURFACE
—7 \ :,A—,
. = ? 3 I

3" MIN.

2X24" SCH 40 PVC NIPPLE

2" S/40 PVC
SLIP CAP

2" VALVE BOX

8" OF 3/4”

CRUSHED GRAVEL

2°X2"x1/2" THD BRASS TEE WITH

A KING MODEL 22200 3" MALE
PIPE THREAD TURBO DRAIN
OR APPROVED EQUIVALENT

\ 2" SDR-9 CTS

MUELLER H—10891 200 PSI PURPLE POLYPIPE

STRAIGHT METER COUPLING
OR APPROVED EQUIVALENT

2" MUELLER B25028 CORP STOP

MUELLER BR-2-B SADDLE
OR APPROVED EQUIVALENT

SECTION
PRESSURIZED IRRIGATION MAIN

NOTES:
1. ADJUST ALL APPURTENCES TO AN EQUIVALENT 11" SIZE FOR 14" SERVICES.

2. SPRINKLER SLEEVE SHALL NOT BE IN LINE WITH ANY UTILITY BOXES.

A\ Y (4 DATE: ( REVISIONS
MARCH 2006 REV] DATE [BY COMMENTS

=
REV. C
STANDARD DETAILS

| SARATOGA CITY |

B |1/21/05 |imc | update notes

IRRIGATION SERVICE DRAW;:&::‘AME: C |4-6-06{MH] WR WHITE REDLINES
2" PRESSURIZED | v | > .

JMC/DKB

G CONSULTING ENGINEERS AND SURVEYORS
o o ILSON
CHECKED: | APPROVED: =B} 12401 South 450 East
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PROPERTY

24" STAKE WITH

WRITTEN ON IT

"SPRINKLER SLEEVE™—_ _

[ —
1 1/4
[N
1" SDR9 CTS 200 PSI POLYETHYLENE .
N PURPLE SERVICE PIPE CONTINUOUS T MIN.
o 13" SDR9 CTS 200 PSI POLYETHYLENE o
oy o PURPLE SERVICE ~
PIPE RUN ALONG PROPERTY LINE
I
SIDEWALK
12 GAUGE STRANDED
%'T-'ENRARJETER \THHN TRACER WIRE (TYP)
Q/ EXTENDED 30” INTO EACH BOX
MUELLER BR—2-B SADDLE FOR PVC PIPE U
bJ bJ OR D.I. PIPE, OR APPROVED EQUIVALENT oJ
PRESSURIZED IRRIGATION MAIN :
X
=E: i \
/ \ J

i \ R
CURB AND GUTTER / \

MUELLER H—15428 MUELLER H—15428

13" BRASS COMPRESSION 1 BRAS?TCOBAPPR}%%S%S 0BY 3M
X MIPT ADAPTER OR X MIPT ADA
DAPTER O NDERGROUND

1
1

GROUND LEVEL |

APPROVED EQUIVALENT APPROVED EQUIVALENT

FOR A CORP STOP B-25028
PLAN

SPLICE (TYP)

/—ROAD SURFACE

SIDEWALK

,1
31" MIN.

\6" o ¢

CRUSHED GRAVEL

NOTES:

PRESSURIZED IRRIGATION SERVICE.

1. STANDARD SERVICE SIZE SHALL BE 1%" FOR DUAL SERVICES AND 1" FOR SINGLE SERVICES. SEE DETAIL SW-13
AND SW-13b FOR SERVICE BOX AND METER DETAILS
2. STAINLESS STEEL LINER INSERTS WILL BE REQUIRED INSIDE OF TUBING AT COMPRESSION FITTINGS.

3. ALL FITTINGS SHALL BE COMPATIBLE WITH SERVICE SIZE.

4. SEE STANDARD FOR PRESSURIZED IRRIGATION SERVICE BOX, 2" PRESSURIZED IRRIGATION SERVICE, AND 4"

5. SERVICE LATERAL SHALL SLOPE TOWARDS PRESSURIZED IRRIGATION MAIN.
6. SPRINKLER SLEEVE SHALL NOT BE IN LINE WITH ANY UTILITY BOXES.
7. 1" CONDUIT SHALL BE BURIED 2" BELOW GRADE.

T

4" CLASS 200 PVC
SOLVENT WELD PIPE
OR APPROVED EQUIVALENT

PRESSURIZED IRRIGATION MAI
SECTION

y
A\ Y (4 DATE: 4 REVISIONS 7 REV. C
MARCH 2006 REV| DATE [BY COMMENTS STANDARD DETALLS
1" SINGLE & DUAL DRAW?NGNAME‘ Bc Ké@éeﬁﬁ updvav(; nwO;;S\TE REDLINES,
—— C [ SARATOGA CITY |
PRESSURIZED IRRIGATION | DRAWN bY: | %
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HORIZTONAL AND
VERTICAL JOINTS
AS REQUIRED

PLAN VIEW

T "t < oI )

/6" THICK CONCRETE SLAB

#4 REINF BARS @ 12" E.W.

SAW CUT 6" (OR EQUIVALENT MESH) AT
/ JOINT CENTER OF SLAB
% )
" "‘" 2 ; J P K /
SAW CUT JOINTS COMPACTED SR SEELN
SUB-BASE
RADIUS (
s AN , SECTION VIEW
+
(—\ 1 /—s COMPACTED
GRAVEL BASE
SLAB TO SLAB JOINTS
\ y
@ N\ 4 DATE: ( REVISIONS N - REV. A ~N
MARCH 2004 REV| DATE |BY COMMENTS STANDARD DETAILS
n DRAWING NAME:
6" CONCRETE SLAB TN
. J | SARATOGA CITY |
LINED POND | DRAWN BY: |
JMC/DKB ( G CONSULTING ENGINEERS AND SURVEYORS
CHECKED: | APPROVED: ILSON N
CROSS SECTION e rone | (— %S |




BOTTOM OF POND

PLAN

T —=

36-MIL POLYPROPYLENE

1/8” THICK (MIN.) GEOTEXTILE
FABRIC (AMOCO # 4553, OR
ACCEPTABLE EQUAL)

)
: S
1

COMPACTED /

6" THICK COMPACTED
GRAVEL BASE

SUB—BASE
PROFILE
\ y
7 N\ 7 DATE: s REVISIONS A (" REV. B )
MARCH 2004 REV| DATE |BY COMMENTS STANDARD DETAILS

36-MIL POLYPROPYLENE PRANING NS
LINED POND | DAY | S y,

CHECKED: | APPROVED: G!I.S(‘-'\l -
CROSS SECTION ey | — NS
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